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CURTAILMENT FLAN FOR SUNPZOXA M’ATEE CO. 

ADEQ Public Water System #AZO402036 

The Company shall notify its customms ofthis n m  trrriffas part of its next 
regularly scheduled billing after the effective date of the tariff or no later 
than sixty (60) days after the effective date of the tariff. 

The Company shall provide a copy of the curtailment tariff, upon request. 

Stage 1 Exists When: 

Company is able to maintain water storage in the system at 100 percent of 
capacity and there are no known problems with its well production or water 
storage in the system. 

Restrictions: Under Stage 1, Company is deemed to be operating norm 
and no curtailment is necessary. 

Notice Requirements: Under Stage 1, no notice is necessary. 

Stage 2 Exists When: 

a. Company’s water storage or well production has been less than 80 
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percent of capacity for at least 48 consecutive hours, and 

b. Company has identified issues such as a steadily declining water table, 
increased draw down threatening pump operations, or poor water 
production, creating a reasonable belief the Company will be able to meet 
anticipated water demand on a sustained basis. 

Restrictions: Under Stage 2, the Company may request the customers to 
volmtarily employ water conservation measures to reduce water 
consumption by agproximateely 50 percent. Outside watering should he 
limited to essential water, dividing outside watering on s m .  unifomi basis 
(sxh as even 4 odd days) and el- outside watering on weekends 
and holidays. 

Sage 3 Exists When: 

a. Company's total water storage or well production has been less than 50 
percent of capacity for at least 24 consecutive hours, and 

b. Company has ideatified issues such as a steaddy declining water table, 
ir,creased draw down threatening pump operations, or poor water 
production, creating a re;tsmablz kficfthe Con-pany wif! b: unabir to nie& 
anticipated water demand on a sustained h i s ,  
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should be employed whenever possible. 

Notice Requirements: 

1. Company is required to notify customers by delivering written notice to 
each service address, or by United States first class mail to the billing 
address or, at the Company’s option, both. Such Notice shall notify the 
customers of the general nature of the problem and the need to conserve 
water. 

2; Beginning with Stage 3, Company shall post at least two signs showing 
the curtailment stage. Signs shall be posted at noticeable locations, like at 
the well sites and at the entrance to the subdivision served by the Company. 

3. Company shall noti& the Consumer Services Section of the Utilities 
Division of the Corporation Commission at least 12 hours prior to entering 
stage 3. 

Once Stage 3 has been reached, the Company must begin to augment the 
supply of water by either hauling or through an emergency interconnect 
with an approved water supply in an attempt to maintain the curtailment at a 
level no higher than Stage 3 until a permanent solution has been 
implemented. 

Stage 4 Exists When: 

a. Company’s total water storage or well production has been less than 25 
percent of capacity for at least 12 consecutive hours, and 

b. Company has identified issues such as a steadily declining water table, 
increased draw down threatening pump operations, poor water production, 
creating a reasonable belief the Company will be unable to meet anticipated 
water demand on a sustained basis. 
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Restrictions: Under Stage 4, Company shall inform the customers of a 
mandatory restriction to employ water conservation measures to reduce 
daily consumption. Failure to comply will result in customer disconnection. 
The following uses of water shall be prohibited: 

* Irrigation of outdoor lawns, trees, shrubs, or any plant life is prohibited 
* Washing of any vehicle is prohibited 
* Use of water for dust control or any ofIfdoolr cleaning is prohibited 
* Use of drip or misting systems of any kind prohibited 
* The filling of any swimming p l ,  spas, fountains OT omamenial p k  is 

* Restaurant patrons shall be served water only upon request 
* Any dher water intensive activity is prohibited 

prohibited 

Notice Requirements: 

1. Company is required to n o w  customers by delivering written notice to 
each service address, or by United States first class mail to the billing 
address or, at the Coxnpany’s option, both, Such notice shall notifl the 
customers of the general nature of the problem and the need to conserve 
water. 

2. Company shall post two signs showing cxntaihm stage, S i  shall be 
posted at noticeable locations, like at the well site and at the entrance to the 
subdieon served by the Company 

3. Company shall notify the Consumer Services Sectim of the Utilities 
Division of the Corporation Commission at least 12 hours prior to enfering 
stage 4, 

Customers who fid to comply with the abve Restrictions will be given a 
written notice to end d outdoor use. Failure to comply within two (2) 
wolrking days of receipf of the notice will result in temporary loss of service 
d an agreement can be made to end dW use of outdoor water. 



Utility: Sunizona Water Co. Tariff Sheet No.: 5 of 5 
%ke? NE: w-cl?012~4-l1-c)014 necision No-: 72586 
Phone No.: (520) 400-4011 Effective: 10-01-11 

To restore service, the customer shall be required to pay all authorized 
reconnection fees. 

If a customer believes he/she has been disconnected in error, the customer 
may contact the Commission’s Consumer Services Section at 1-800-222- 
7000 to initiate an investigation. Once Stage 4 has been reached, the 
Company must augment the supply of water by hauling or through an 
epnergency mtemxmect h r n  an approved supply or must otherwise provide 
emergency drinking water for its customers until a permanent solution has 
been implemented. 



CROSS-CONNECTION OR BACKFLOW TARIFF 

PURPOSE: 

The purpose of this tariff is to protect Sunizona Water Company's 
water from the possibility of contamination caused by the backflow of 
contaminants that may be present on the customer's premises by requiring 
tfrc installation and periodic testing of backflow-prevention assemblies 

*ve Code (A.A.C.) prtrsuant to the provisions ofthe ArizonaAchmstmb 
R14-240523.6 andAJ4-C. R18-4-232. 

- .  



prevention assembly tested as long as the Company does not require an 
unreasonable number of tests. The Company may also require the customer 
to pay for repairs to a backflow-prevention assembly. 

6. The customer shall provide the Company with records of installation and 
testing. For each backflow-prevention assembly, these records shall include: 

a. assembly identification number and description; 
b. location; 

d. description of repairs and mmmendations for repairs made by tester; 
e. the testex’s name and certificate number. 

c. date(s) of test@); 

7A. In the event the backflow-prevention assembly does not function 
properly or fails any test, and a hazard as contemplated under A.A.C. R14- 
2-410.B.l.a. exists, the Company may termiaate service immediately and 
without notice. The backflow-prevention assembly shall be repaired or 
replaced by the customer and retested before service is restored. 

7B. In the event the backflow-prevention assembly does not hc t ion  
properly or fails any test, or in the event that a customer fails to comply with 
the testing requirement, and A.A.C. R14-2-410.B. 1 .a. is not applicable, the 
backflow-prevention assembly shall be repaired or replaced within fourteen 
(14) days of the initial discovery of the deficiency in the assembly or its 
function Failure to remedy the deficiency or disfimction of the assembly, or 
failure to retest, shall be grounds for termination of water service in 
accordance with A.A.C. R14-2-410. 


